This paper presents an experimental and theoretical analysis to investigate the two-phase flow boiling heat transfer coefficient and pressure drop of the refrigerant R-134a in the evaporator test section of the refrigeration system under different operating conditions. The test conditions considered are, for heat flux (13.7-36.6) kW/m 2 , mass flux (52-105) kg/m 2 .s, vapor quality (0.2-1) and saturation temperature (-15 to -3.7) ˚C. Experiments were carried out using a test rig for a 310W capacity refrigeration system, which is designed and constructed in the current work. Investigating of the experimental results has revealed that, the enhancement in local heat transfer coefficient for relatively higher heat flux 36.6 kW/m 2 was about 38% compared to 13.7 kW/m 2 at constant operating conditions. The enhancement in heat transfer coefficient was about 57% when the mass flux increased from 52 kg/m 2 .s to 105 kg/m 2 .s at constant test conditions. The enhancement in the heat transfer coefficient was about 64% when the saturation temperature increased from -8 to -3.7 at fixed refrigerant mass velocity and heat flux. The effect of mass velocity on pressure drop was relatively higher by about 27% than that for heat flux at specified test conditions. The comparison between the experimental and theoretical results has shown an acceptable agreement with an average deviation of 21%.
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INTRODUCTION
Boiling heat transfer is an effective mode of heat transfer that happens with a change in phase from liquid to vapor. Flow boiling heat transfer of environmental friendly refrigerant R134a is important in many fields, such as air conditioning, refrigeration, and thermal control systems. The flow boiling heat transfer process was investigated by many researchers in many thermal components and energy systems, as it gives important vital preferences in comparison with its single phase counterparts, much higher heat transfer coefficients, much smaller coolant flow rates, and better temperature uniformity. Saitoh, et al., 2005 investigated experimentally flow boiling heat transfer of R-134a flowing through circular channels with three different internal diameters of 0.51, 1.12, and 3.1 mm. It is found that the heat transfer coefficient for the (0.51 mm) circular channel increased with increasing heat flux, but wasn't significantly affected by mass flux, while the heat transfer coefficient for the (3.1 mm) channel depended upon both heat flux and mass flux. Park and Hrnjak, 2007 studied the boiling heat transfer coefficient and pressure drop in a horizontal smooth copper tube of 6.1 mm inner diameter for (CO2, R410A, and R22) at mass flux from (100 to 400) kg/ 2 .s, evaporation temperatures of -15 ºC and -30 ºC and heat flux from (5 to 15) kW / 2 for vapor qualities ranging from (0.1 to 0.8). It is found that the flow boiling heat transfer of CO2 is much higher than those for R410A and R22 especially at low vapor quality ranges for an identical heat flux, mass flux and evaporation temperature. The lower molecular weight and the higher pressure of CO2 than those of the other refrigerants result in higher flows boiling heat transfer coefficients by enhancing the nucleate boiling heat transfer contribution. Bertsch, et al., 2009 investigated the boiling heat transfer coefficient with R134a in multi-port rectangular micro-channels of hydraulic diameters of 1.09 and 0.54 mm. The measured parameter ranges are mass flux from 20 to 350 kg/ 2 s , heat flux (0 -220) kW/ 2 , saturation temperature (8 -30) C and vapor quality (0.2 to 0.9). It is found that the flow boiling heat transfer coefficient increases significantly with heat flux and weakly with mass flux and seems to be dominated by nucleate boiling. The pool boiling heat transfer for R-245fa is lower than R-134a as a result of its higher molecular mass and surface tension. Del Col, et al., 2010 conducted an experimental investigation of flow boiling heat transfer for R134a, R125, R22 and R410A in 8 mm inner diameter horizontal tube with a mass flux of 200-600 kg/m 2 .s, heat flux 9-53 kW/m 2 , saturation temperature 25-45 o C, and vapor quality ranging from 0.07 to 0.87. It is found that the heat transfer coefficient increased with increasing heat flux and saturation temperature, but did not change significantly with mass flux. Oh and Son, 2011 investigated heat transfer coefficients of R22 and R134a evaporating in horizontal copper tubes with inner diameters of 1.77 mm, 3.36 mm, and 5.35 mm in range of mass fluxes from 300 to 500 kg/m 2 .s, heat fluxes of 10, 20, and 30 kW/m 2 , temperatures of 0 and 5 ºC, and qualities from 0.05 to 0.97. It is found that the local heat transfer coefficient in the small diameter tubes (di < 6 mm) were observed to be strongly affected by inner diameter change and to differ from those in the large diameter tubes. The local evaporating heat transfer coefficients of 3.36 mm tube is about 15% higher than those of 5.35 mm tube, and the local heat transfer coefficients of 1.77 mm tube is about 20% higher than those of 3.36 mm tube. Saisorn, et al., 2013 studied experimentally flow boiling heat transfer of R-134a in horizontal and vertical circular stainless steel mini-channels of 2 , the mass fluxes range from 200 to 500 kg/ 2 .s, the saturation temperature of 10˚C and the vapor quality from 0.1 to dry-out. It is found that the heat transfer coefficient of the R32 and R290 increased with the increasing of heat flux and the frictional pressure gradient is higher with the highest mass flux and heat flux. A modified heat transfer coefficient correlation for alternative and natural refrigerants was proposed and predicted well the experimental data.
EXPERIMENTAL SETUP AND METHOD
Test Rig
The experimental setup is primarily consisting of reciprocating compressor with 125W capacity, water-cooled condenser, refrigerant flow meter, capillary tube, pre-heater, post-heater and test section which simulates the evaporator of the refrigeration system and two visualization sections installed at inlet and outlet of the test section with 150mm length glass tube of the same internal diameter of the test section as shown in Fig.1 and Fig.2 . Both of the pre-heater and post-heater sections consist of horizontal smooth copper tubes with 350mm length heated by electrically insulated tape resistance (400W) uniformly wrapped around the external tube surface to assure a uniform heat flux. The electrical power applied on pre-heater, test section, and post-heater are adjusted using three voltage controllers (variac transformer) with a rating from 0 V to 300 V, and 2 A to regulate the specified refrigerant vapor quality and saturation temperature at test section and at upstream and downstream of the test section. The high and low pressures of the refrigerant in the test rig system are measured using Bourdon pressure gauges with a range from 0 bar to 35 bar. Temperatures of the tube wall and refrigerant at different positions in the test rig are measured using K-type calibrated thermocouples with a range of -40 to 375 ˚C. Each junction of thermocouples was fixed on the tube and thermally insulated to reduce the effect of ambient conditions on the reading of thermocouples. Data loggers of model PCE-T 1200 with 12 channels are used to display the temperatures readings of the thermocouples. The locations of the thermocouples in the test rig are as shown in the Fig.1 . Three thermostats with temperature control range (-40 ˚C to 99 ˚C), were used to control the temperatures of heating wires installed in the test section. The mass flux of the refrigerant is adjusted via bypass loop connected in parallel with test section line. The single-phase refrigerant enters the pre-heater as a subcooled liquid and heated to ensure the required vapor quality at test section entrance, and the heat flux imposed on the test section is regulated by voltage converter to maintain the specified test conditions.
Test Section
The test section in the experimental setup represents the evaporator section of a refrigeration system which is consisted of a horizontal smooth copper tube with inner diameter 5.8 mm, outer diameter 7.9 mm and 600 mm length. The test section tube was electrically heated to simulate the thermal load applied on the evaporator using a 400W heating resistance wire with length 2.5 m and uniformly wrapped around the outer wall of the test section tube to provide a uniform heat flux. The thermocouples are fixed with equal distances on the test section and the tube was wrapped with insulation material to minimize the heat loss caused by convection and radiation heat transfer with the ambient. The heat flux was regulated by varying the input electrical power using a variable power supply (variac). The inlet and outlet of the test section are connected with transparent tubes of 5.8 mm inner diameter and 150mm length for refrigerant flow visualization. The pressure drop along the test section tube was measured using two pressure transmitters installed at the inlet and outlet of the test section with a range from 0 bar to10 bar as shown in Fig.3a . In the test section, ten thermocouples are placed in five positions equally distributed along the test section tube. Two thermocouples are installed in each position at the top and bottom of the tube wall to measure the average value of the tube external surface temperature as depicted in Fig3b. To ensure a precise reading of the refrigerant temperature, the thermocouple bulb was inserted at the inlet and outlet of the test section tube as shown in Fig.3c .
Test Conditions
The experimental investigations of the refrigerant R134a flow boiling heat transfer coefficient and pressure drop in the evaporator test section are limited by operating conditions in the range of (13 -36) kW/m 2 for heat flux, (52 -105) kg/ 2 .s for mass flux, vapor quality (0.2 -1) and saturation temperature (-15 to -3.7) C as shown in the table 1.
DATA REDUCTION
An analysis is required to determine the flow boiling heat transfer coefficient and pressure drop from the experimental data as described below. The heat transfer coefficient and pressure drop calculation supposed the following considerations: 1-Heat transfer in the axial direction can be neglected. 2-Heat flux is uniform along the tube length in the test section. 3-Pressure drop in the test section is a linear function of tube length.
Heat Transfer Coefficient
The heat transfer rate supplied by heating resistance wire on the outside surface of the tube wall in the test section ̇ is calculated by:
Where: is the heating coefficient that reflects the efficiency of the heat transfer process in the test section which can be determined by the following equation:
Where: is the electrical power supplied to heating resistance wire wrapped around the tube in the test section which can be determined by the following equation:
The heat flux supplied from inside tube wall surface in the test section to the refrigerant is calculated by Fang, 2016 and Copetti, 2011.
The heat fluxes applied at preheater and post heater can be determined using the same manner by Eq. (1), Eq. (2), Eq. (3) and Eq. (4). The local heat transfer coefficient ℎ was determined according to the Newton's cooling law:
Where: is the local refrigerant saturation temperature, and . is the local internal tube wall temperature which was calculated assuming radial conduction through the tube wall as given by the following equation:
The local external tube wall temperature was assumed to be the average of measured temperatures around the tube cross section and calculated by the following equation:
Where , are the external tube wall temperatures at the top and bottom of the test section tube respectively. Thermal resistance (˚C/W) of the test section tube is determined by Incropera, 2007.:
: is the local length along the test section tube.
The local saturation temperature at each position (z) along the test section tube . is calculated based on local saturation pressure . which could be expressed by:
Where: . the refrigerant pressure at the inlet of the test section, ∆ is the refrigerant pressure difference between inlet and outlet of the test section.
Refrigerant Vapor Quality
The vapor quality at the inlet of the test section can be determined from energy balance in the preheater:
(10)
Where: ℎ . , ℎ . are the specific liquid and latent heat of vaporization enthalpies respectively at the test section. ℎ . ∶ is the specific enthalpy of the refrigerant at the inlet of the test section and represents the enthalpy of the refrigerant at the outlet of preheater which can be determined by applying an energy balance on the pre-heater.
Where ℎ . , is the refrigerant specific enthalpy at the inlet of the preheater. The vapor quality of the refrigerant at each position is calculated using a linear relation along test section length:
Vapor quality difference ∆ of the refrigerant between inlet and outlet of the test section can be expressed by:
: Vapor quality of the refrigerant at the outlet of the test section which is calculated by:
ℎ . : Specific enthalpy of the liquid refrigerant at the outlet of the test section.
ℎ . : Latent heat of vaporization of the refrigerant at the outlet of the test section.
ℎ . : Specific enthalpy of the refrigerant at the outlet of the test section which is determined by applying an energy balance on the test section:
Frictional Pressure Drop
Total pressure gradient in the test section tube can be determined by Padilla, 2011:
Where:
∆p: Total pressure drop of the refrigerant flow in the test section tube (kPa) which is determined experimentally using the following equation:
.
, . : Refrigerant pressures measured at the inlet and outlet of the test section tube respectively (kPa).
∆pfr: Frictional pressure drop of the refrigerant flow due to shear at the tube surface and at the vapor-liquid interface in the test section (kPa).
∆pm: Momentum pressure drop due to the acceleration of the two-phase refrigerant flow in the test section (kPa).
∆pst: Pressure drop of the refrigerant flow due to the static pressure change in the test section tube (kPa).
Pressure drop ∆pst is neglected because the test section is a horizontal tube and thus no change in the static pressure along the tube, therefore from Eq.(17), ∆pfr is determined by:
Where: ∆pm can be calculated using the homogeneous model by Mancin, et al., 2016:
, : Vapor and liquid densities of the refrigerant in the test section respectively (kg/m 3 ).
|∆x|: The absolute value of the vapor quality change along the test section tube (for boiling and condensation cases).
Measurements Uncertainty
The uncertainty intervals of the calculated quantities are listed in Table 2 .
RESULTS AND DISCUSSIONS
Characteristics of Refrigerant Flow Boiling
The variation of heat flux with wall and refrigerant temperature difference of flow boiling for several mass fluxes 52, 90 and 105 kg/m 2 s is shown in Fig.4 The mass flux 52 kg/m 2 .s was the most affected by the variation in heat flux and temperature difference as a result of relatively low mass flow rate. Within this range (5 -43)C of temperature difference, the dominance of nucleate and forced convective contributions of flow boiling heat transfer is evident corresponding to a refrigerant boiling curve. The variation of the vapor quality during the refrigerant flow boiling process in the test section along the evaporator tube is depicted in Fig.5 with fixed mass flux 90 kg/m 2 .s and different heat fluxes. The changes in vapor quality with the normalized tube is evident in this figure as a result of the phase change process from liquid to vapor. A relatively higher vapor quality is noted at heat flux 36.6 kW/m 2 due to the variation in thermal load applied on the test section tube. Fig.6 illustrates the effect of heat flux in the range of 13.7 to 36.6 kW/m 2 on local heat transfer coefficient at fixed mass velocities 52 and 105 kg/m 2 s. A significant variation of the heat transfer coefficient with vapor quality for all the values of heat flux can be seen in this figure due to the effect of nucleate and convective boiling contributions at this ranges of vapor quality and difference of wall-refrigerant temperatures corresponds to the refrigerant boiling curve. The heat transfer coefficient was directly proportional with heat flux and relatively higher value of heat transfer coefficient was observed at heat flux 36.6 kW/m 2 . The percentage increase in local heat transfer coefficient for relatively higher heat flux 36.6 kW/m 2 was about 38% compared to 13.7 kW/m 2 at constant operating conditions. The increase in heat flux at the fixed difference between tube surface and refrigerant temperatures enhance the value of heat transfer coefficient corresponds to Newton's law of convection heat transfer. A noticeable reduction in heat transfer coefficient was observed at higher vapor quality (x > 0.8) due to the dry out the effect of refrigerant boiling in the evaporator tube which occurs at relatively higher heat flux and low mass velocity. Similar behavior of heat transfer coefficient with vapor quality can be observed in this figure, but the range of values of local heat transfer coefficient at mass flux 105 kg/m 2 was higher than that for 52 kg/m 2 . Fig.8 shows the effect of saturation temperature of the refrigerant R-134a on local heat transfer coefficient at constant heat flux 36.6 kW/m 2 and mass flux 105 kg/m 2 . It can be seen for three different tested saturation temperature -3.7, -4 and -8˚C that, the increase of saturation temperature leads to a significant variation in the heat transfer coefficient. This behavior can be explained by the fact that, the increase of saturation temperature at constant test conditions will lead to enhancing heat transfer rate particularly at stratified flow-boiling region where the thickness of liquid film inside evaporator tube decreases and causes an increase in local boiling heat transfer coefficient. The enhancement in the heat transfer coefficient was about 64% when the saturation temperature increased from -8 to -3.7 ˚C at a fixed refrigerant mass velocity and heat flux. The effect of inlet vapor quality of the refrigerant on the local heat transfer coefficient in the evaporator tube at a fixed heat flux 36.6 kW/m 2 and mass flux 90 kg/m 2 . s is illustrated in Fig.9 . It can be observed for different values of the tested inlet vapor quality 0.18, 0.21, and 0.24 that, the local heat transfer coefficient tends to partially increase with inlet vapor quality through most values of local vapor quality in the evaporator tube due to the dominance of forced convective boiling at high vapor quality.
Effect of Heat Flux and Mass Velocity on Flow Boiling Heat Transfer Coefficient
Effect of Mass Flux on Flow Boiling Heat Transfer Coefficient
Effect of Saturation Temperature and Inlet Vapor Quality on Heat Transfer Coefficient
Effect of Mass Velocity and Heat Flux on Pressure Drop
Pressure drop during refrigerant flow boiling in the evaporator tube can result from three sources, the friction of fluid with tube surface, momentum change of the flow in the tube and static pressure change. The pressure drop resulted from static pressure is neglected because the tube is horizontal and no change in static head. The pressure drop resulted from momentum change has been determined and found no significant effect because the tube is of a symmetrical cross-section and no large change in flow acceleration, therefore only a frictional pressure drop is considered. Fig.10 shows the pressure drop variation with vapor quality for two mass fluxes (52 and 105 kg/m 2 .s ) and constant heat flux 36.6 kW/m 2 . It can be noticed that, the pressure of the refrigerant for both mass fluxes increases with vapor quality along the evaporator tube, but the pressure drop for mass flux 105 kg/m 2 .s was higher than that for 52 kg/m 2 .s in the range of 7% due to the shear effect of the refrigerant flow on inner surface of the tube wall. Fig.11 illustrates the pressure drop variation as a function of vapor quality for heat fluxes 22.8 and 36.6 kW/m 2 at constant mass flux 105 kg/m 2 .s. The trend of the figure for both heat fluxes is approximately similar with a variation of vapor quality, but the pressure drop for heat flux 36.6 kW/m 2 was relatively higher than that for 22.8 kW/m 2 in the range of 3%.
Comparison Between Experimental and Predictive Models Results
Heat transfer coefficient
The experimental results of the present work are compared with the results of well-known predicted models in the literature, Shah,1982, Gungor, and Winterton, 1986 and Kandlikar, 1990. These predicted results are calculated using EES software as depicted in the flowchart in It can be observed in Fig.14a that, the values of predicted results were relatively higher than that for experimental results with a difference in the range of 21 %, 19 % and 36% by Shah, Gungor and Winterton and Kandlikar respectively. In Fig.14b , the average deviation between the predicted and experimental results was in the range of 10 %, 22 % and 15 % for Shah, Gungor and Winterton and Kandlikar respectively. It can be concluded that Shah model has shown the best prediction of heat transfer coefficient with experimental results compared to other models.
Pressure drop
The comparison between the experimental and theoretical results of the pressure drop predicted by the homogeneous flow model Huang, 2011 along test section for several operating conditions is explained in the Figs. 15, 16 and 17. The range of test conditions considered in this comparison was for mass fluxes 52 kg/m 2 . s, 105 kg/m 2 . s, and for heat fluxes 22.8 kW/m 2 , 36.6 kW/m 2 . The trend of the pressure gradient was almost similar for the experimental and theoretical results, and an increase along the axial position of the test section tube or with the rise of vapor quality can be observed due to the frictional effect of the tube wall. The average percentage difference between the experimental and theoretical results was in the range of (25%) of these figures.
The present work results are validated by comparing with other work results of Fang, 2016, which is found closer to the current work with some differences in the dimension of the test section and operating conditions. Fig.18 shows the results comparison of the heat transfer coefficient as a function of vapor quality between the present work and Fang, 2016. It can be noticed that the trend of both results is approximately similar with some deviation resulted from the difference in operating conditions.
CONCLUSIONS
The experimental and theoretical results of the flow boiling heat transfer coefficient of the refrigerant R-134a in a smooth horizontal tube under different operating conditions for, heat flux, mass flux, vapor quality, and saturation temperature were presented. The behavior of the local heat transfer coefficient and pressure drop were investigated and the following conclusions can be derived:
1-The heat flux applied to the test section (evaporator channel) has a significant effect on refrigerant R-134a flow boiling heat transfer coefficient. The percentage increase in local heat transfer coefficient for relatively higher heat flux 36.6 kW/m 2 was about 38% compared to 13.7 kW/m 2 at constant operating conditions. 2-The local heat transfer coefficient was directly proportional to the refrigerant mass velocity. For constant test conditions, the enhancement in heat transfer coefficient was about 57% when the mass flux increased from 52 kg/m 2 .s to 105 kg/m 2 .s. 3-Within different tested values of the inlet vapor quality 0.18, 0.21, and 0.24, the local heat transfer coefficient was partially increased with inlet vapor quality along the length of the evaporator test section. 4-The effect of the saturation temperature on flow boiling local heat transfer coefficient was evident. The enhancement in the heat transfer coefficient was about 64% when the saturation temperature increased from -8 to -3.7 at a fixed refrigerant mass velocity and heat flux. 5-The pressure drop of the refrigerant flow in the evaporator tube was significantly affected by mass flux and heat flux, but the effect of mass flux on pressure drop was relatively higher by about 27% than that for heat flux at specified test conditions. 6-The comparison between the experimental and theoretical results has shown an acceptable agreement with average deviations in the range of 25 % in pressure drop, 21% and 15% in values of local heat transfer at prescribed heat flux and mass velocity respectively as predicted by Shah model compared to that for other models. 
